GIS Use - Water Strategy

Mains Criticality

Zone configuration files were created
Each DG1 Zone was loaded into the GIS
Network trace was completed Qs Es oate

The datsets used can be seen opposite

Analysis undertaken

For the first time, we are able to suggest how many

Utilities

Loops identified

SRV property counts

SRV trace through counts

Pipe downstream property counts

A bi-product of this trace

is the ability to display

flow arrows / flow directions
on any given pipe

customer would be affected in a burst main situation.
We can also display flow direction on the asset.

The Results...

Asset ID Downstream Property Count
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